25mm² double insulated tails laid in conduit
Cable reduction terminals in IP54 box
16mm Earth cable to pillar ear stud and door(s)
Incoming Electricity Board cut-out
Incoming cable
100mm Black (Exit rear of pillar into sub-station)

3 No 100mm Orange ducts (1 spare)
All exit from pillar

NOTES:
1. All dimensions are in millimetres unless otherwise stated.
2. Ducts to be sealed with expanding foam following successful testing of the cable network.
3. Dimensions of pillar to suit the size of the consumer unit, cable reduction terminals etc plus a 25% extra capacity.
4. Pillar to be fitted with three phase 12 way distribution board, 63A triple pole and neutral isolator and 12 No BS 88 fuse carriers.