The Earth electrode pit can either be constructed of concrete or from a high performance polymer and must be sited in concrete foundation.

PVC insulated Earth conductor in accordance with BS 7671 : 2001 connected to the main Earth terminal in the pillar or column.

3 No 1.2m x 11.2mm copper clad rods larger diameter rods to be used where ground conditions are adverse.